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CENERAL NOTES (1) REMOVE DUCT BACK TO THIS POINT AND CONNECT NEW DUCTWORK AS SHOWN 7
ON SHEET M1.
(2) REMOVE EXISTING VAV TERMINAL UNIT AND ALL DUCTWORK AND AIR DEVICES gm0_|_>z_0>_l _lmhwmz_u
CONTRACTOR TO REPAIR AND SEAL DUCT WORK WHERE BRANCH DUCT IS REMOVED. REPAR TO BE D OWNSTREAM. OF TERMINAL UNIT. REMOVE ASSOCIATED HOT WATER PIPING. BACK
HEAVIER SHEET METAL THAN ORIGAL DUCT AND AIR TIGHT. MATCH INSULATION ON CURRENT DUCT. 20 VALVE AT HOT WATER MAIN LINE AS SHOWN IE & VALVE IS NOT PRESENT
CONTRACTOR TO SCHEDULE A SHUT DOWN OF THE SYSTEM TO A VALVE FIELD 4
ALL WORK THAT REQUIRES TO BE DONE IN OCCUPIED AREAS OR REQUIRES SHUT DOWN OF MECHANICAL — ) TURNING VANE
EQUIPMENT THAT EFFECTS OCCUOIED AREAS IS TO BE SCHEDULE BEFORE STARTING WORK. VERIFY EXACT PIPING LOCATION AND REQUIREMENTS. AIRFLOW DIRECTION -4
REMOVE EXISTING RADIANT HEAT PANELS AND ASSOCIATED HOT WATER PIPING c OROP
BACK TO VALVE AT HOT WATER MAIN LINE AS SHOWN. IF A VALVE IS NOT # DUCT BREAK
PRESENT CONTRACTOR TO SCHEDULE A SHUT DOWN OF THE SYSTEM TO A DUCT T0 BE REMOVED— PHASE 1
VALVE. FIELD VERIFY EXACT PIPING LOCATION AND REQUIREMENTS.
r—- AIR BALANCE DAMPER BRI, -
REMOVE EXISTING EXHAUST FAN AND CURB. PREPARE ROOF FOR INSTALLATION DUCT TO BE REMOVED- PHASE 2
OF NEW EXHAUST FAN EF—2, TO BE LOCATED IN SAME LOCATION. PATCH AND _ _
REPAIR ROOF AS REQUIRED. & CODED NOTE # # DUCT TO BE REMAIN
(5)REMOVE DUCT BACK TO THIS POINT AND SEAL EXISTING DUCT. ENSURE =7 _ _
REPAIRED DUCT MEETS 4”W.G. PRESSURE CLASSIFICATION AND IS REINSULATED 1200 RETURN AR GRILLE o Ex-Hws | EXISTING HOT WATER SUPPLY PIPING
AT POINT OF REPAIR. o
EX—HWR- | EXISTING HOT WATER RETURN PIPING
_4/ \N
I X | SUPPLY AR DIFFUSER |- ————— HWS- | NEW HOT WATER SUPPLY PIPING
k_N
— . —— . —HWR- | NEW HOT WATER RETURN PIPING
/N [S] DUCT SMOKE DETECTOR
— — — — —HW-D- | HOT WATER PIPING TO BE REMOVED.
M MOTORIZED DAMPER - —
! | | EXISTING EQUIPMENT TO REMAIN
Q) SENSOR L —d
@) THERMOSTAT ﬁ u EQUIPMENT TO BE REMOVED
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